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\8”x18” GALV. SLIP CAN
4"x12" STD.STL.NIPPLE,
T.0.E. & QUICK COUPLING

4" S.S.
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4" GATE
VALVE, MJ

4" MJ x FE
90" BEND

THRUST BLOCK
PER FOWD STD.

1. IF GATE CAN IS INSTALLED IN CONCRETE, USE G—5 VALVE BOX
OR APPROVED EQUIVALENT.

2. USE MAIN SIZE VALVE EXCEPT WHERE FUTURE MAIN EXTENSION

IS NOT LIKELY.

3. DISTRICT MAY REQUIRE INSTALLATION OF CONCRETE
REINFORCEMENT RING AROUND VALVE BOX, PER LOCAL
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